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DEMOLITION NOTES:
7. CONTRACTOR TO DISCONNECT AND REMOVE CABLES 10. ALL UNUSED CONDUIT OPENINGS AND CONDUITS SHALL BE SEALED.
AND CONDUITS FROM CONTROL PANEL TO EXISTING 1
FLOAT TERMINAL BOX. DISCONNECT EXISTING FLOAT 11. ALL DEMOLITION WORK ASSOCIATED WITH DISCONNECTION

SWITCHES FROM FLOAT TERMINAL BOX AND REMOVE
THE BOX DO NOT REMOVE FLOAT SWITCHES (SEE DWG
E-5).

AND REMOVAL OF THE EXISTING COMED TRANSFORMERS FROM
COMED VAULT SHALL BE PERFORMED BY COMED.

12. ALL ELECTRICAL DEMOLITION WORK TO BE
COORDINATED WITH MECHANICAL DEMOLITION
DRAWINGS DM-1, DM-2, DM-3 AND DM-4.

8. CONTRACTOR TO DISCONNECT AND REMOVE ALL LIGHTS,
RECEPTACLES AND SWITCHES INCLUDING WIRING AND CONDUIT.

9. EXISTING GROUNDING SYSTEM TO BE REMAINED IN PLACE. 13. CONTRACTOR TO DISCONNECT AND REMOVE WIRING AND CONDUIT
FOR THE HAR ANTENNA.
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6. CONTRACTOR SHOULD NOT REMOVE CONDUITS AND
WIRING FOR THE EXISTING TELEPHONE & RADIO
SERVICE.THEY SHOULD REMAIN IN PLACE AND SHALL
BE REROUTED WITH RELOCATION OF HAR, AEGIS AND
SCADA RADIO CABINETS AS SHOWN ON DWG E-5.
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